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TYPICAL DEMOLITION NOTES

1. REMOVE ALL EXISTING ELECTRICAL MATERIALS AND ASSOCIATED ITEMS
AS SHOWN OR NOTED ON THE DRAWINGS AND AS REQUIRED BY THE
WORK.

2. REMOVE HEAT AND SMOKE DETECTORS AS SHOWN.

3. REMOVE ALL ABANDONED WIRING, CONDUIT, FITTINGS, ETC., IN THE
PROJECT AREA. CAP ALL STUBS, AND SEAL PENETRATIONS THRU WALLS
AND FLOORS.

4. ALL CONDITIONS SHALL BE CAREFULLY FIELD DETERMINED AND VERIFIED
PRIOR TO REMOVAL.

d. PROVIDE A 2 WEEK NOTICE FOR ANY POWER DISTURBANCE.

ELECTRICAL KEYED NOTES:

[1] EXISTING AUTOMATIC PROJECTOR SCREEN TO BE RELOCATED TO
CENTER OF NEW ROOM

EXISTING COMPUTER CONNECTION TO PROJECTOR, TO REMAIN

] [

EXISTING MICROPHONE OUTLET TO PROJECTOR TO REMAIN.

[»]

PA SPEAKERS TO BE REMOVED AND RELOCATED, SEE E2.2
MULTIMEDIA SPEAKERS TO BE REMOVED AND RELOCATED, SEE E2.2

[o]

ELECTRICAL LEGEND — DEMOLITION
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